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INTRODUCTION 

In applications where firing circuit balance is critical, the 

original firing circuits in Transrex 0.5 and 0.25 MW power supplies 

at Fermilab.do not perform adequately. The.firing circuits intro- 

duce substantial sub-harmonic ripple at some, if not most, power 

supply output levels. Other disadvantages of the circuits include 

the necessity for frequent tuning and the fact that the.individual 

firing circuits are not truly independent of each other. As the 

output of a power supply is slowly changed, sudden steps in the 

firing angle of one or more of the circuits in the supply can be 

observed. This makes sub-harmonic ripple reduction by voltage feed- 

back techniques more difficult with these circuits. 

To improve the power supply problems which have been described, 

a new set of firing circuits 'has been designed to replace the 

original circuits. The requirements for the new circuits included 

the following: 1) improved power supply performance, '2) no tuning 

or adjustments to be made at any timei 3) interchangeable with 

the original circuits to the point where no power supply rewiring is - 

necessary, 4) auxiliary power supply requirements of the new cir- 

cuits to be compatible with the capability of the existing Transrex 

auxiliary power supplies, 5) the analog control signal range to 
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the new firing circuits should be essentially the same as with the 

original firing circuits, and 6) the firing circuits should not be 

frequency limited. In achieving the above requirements the approach 

taken was to use the existing 12 phase reference transformer (which 

was measured and found to be accurate to f. 0.5O) and package the 

new firing circuits for a power supply in four single-width NIM 

modules, each containing three firing circuits, as was done with the 

original circuits. 

In the following pages the new firing circuits are described 

and it is shown that the firing circuits substantially improve the 

performance of a 0.5 MW Transrex power supply operating over a wide 

output range. 

NEW FIRING CIRCUIT DESCRIPTION 

A complete block diagram of the 12 new firing circuits for a 

Transrex power supply is shown in Fig. 1. To understand operatiori 

of the firing circuit system consider only the circuit to fire SCR 1. 

The 61 AC reference signal at the input is derived from the 12 phase 

reference transformer. A precision passive filter is used to filter 

the AC reference and remove the effect of line harmonics on the per- 

formance of the firing circuits. The filter shifts the AC reference 

signal by -20° + 0.2O. A zero crossing circuit converts the filtered 

.reference to a square wave which controls a precision ramp generator. 

The ramp generator is an operational amplifier integrator with pre- 

cision passive components and a CMOS switch across the integrating 

capacitor. When the zero crossing circuit output is high, the CMOS 

switch is open and a very linear ramp from approximately OV to 12V 

is generated. The integrator in simplified form is also shown in 
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Fig. 1. Each firing circuit module has its own negative DC ref- 

erence for the integrators. However, by tying the references to- 

getherwith ,front panel BNC cables, a common negative reference is 

provided to all four firing circuit modules, insuring that no ramp 

slope errors are caused by slightly different reference voltages. 

The output of,the ramp generator is compared to the firing circuit 

control input signal. When the ramp signal exceeds the control 

signal, a high level. signal is generated which triggers a one-shot 

circuit with a 0.7 msec output pulse. The one-shot drives a 

darlington transistor which drives a Transrex.hardfire SCR gate 

circuit which generates the appropriate pulse to the gate of SCRl 

to turn that SCR on. The above described sequence takes place for 

all 12 firing circuits and SCR'S; the only difference is that there 

is a 30° phase shift between the input AC reference signals to each 

of the firing circuits. Typical waveforms for one firing circuit 

is shown in Fig. 2. 

A'few words should be said about the selection of components 

in the new firing. circuits shown in Fig. 3. The critical parts in 

the new firing circuits have been selected to minimize the error in 

the theoretical firing angle. The errors are greatest at low power 

supply output levels (when firing near the end of the ramp) and 

least near maximum output. The input filter uses + 0.5% components 

which results in a worstcasephase shift error of 5 1% of -20° or 

+ 0.2O. The CMOS switches choosen have a low Ron to make negligible 

the variations in voltage across the switches when they are on and 

a high surge current capability to discharge the.integrating cap- 

acitor. A + 0.1% resistor and a + 0.5% capacitor are used with the 

integrator circuits to keep the maximum error from these parts to 
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t1.08O. Offset voltage and bias current can also contribute to - 

timing errors. An offset voltage tolerance of 2 5 mv can cause a 

t 12.5 us or 2 0.27' firing error and a 500 nA bias current-can 

cause about the same error. The op amp chosen has a 2mv max VoS 

and a 75 nA max Ibias resulting in a maximum firing.angle error 

of f 0.15O. The worst case error for all conditions is sum of the 

above errors or -& 1.43'. Under normal circumstances some of the 

errors would tend to cancel and the firing angle, accuracy is prob- 

ably + lo or better. Thus when testing these circuits, if a com- 

mon AC reference is fed to all the firing circuits, the maximum. 

difference seen between the pulses at the one-shot output should be 

less than 2 1.4O or + 64 Fi'sec. It should further be noted that all 

critical components have low temperature coefficients and the above 

tolerances should not change appreciably over reasonable temperature 

excursions. 

Smaller firing angle errors can be achieved by using even 

closer tolerance components than specified herein. However, the 

greater expense does not seem warrented. Firing angle errors on 

the ordei of 2 lo should be acceptable up to the point where one 

.becomes concerned about the 720 HZ ripple in the load. Furthermore, 

beyond this accuracy level, a better approach is to use negative 

feedback techniques to remove any remaining 
This will be discussed in a later Technical 

sub-harmonic ripple. 

Memo. 

FIRING CIRCUIT PERFORMANCE 

Several tests have been run to compare the performance of the 

new firing circuits to the original Transrex firing circuits. Fig. 4 

shows the results of one test run on the Meson Lab 6SASAI power supply 

with a four bend magnet load. The Transrex circuits were tuned to 
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provide a balanced output at GOVDC. Then pictures of magnet field 

ripple and power supply output voltage were taken at 10, 20, 40, 60, 

80, and 1OOVDC as shown in Figure 4. The worst sub-harmonic ripple 

in the load over the power supply operating range was found to be 

about 10 Gauss peak-to-peak at 60 Hz. Running the same, test with 

the new firing circuits resulted in a maximum sub-harmonic ripple of 

about 1 Gauss peak-to-peak as also shown in Figure 4 -- a substantial 

improvement. 

One point which was checked was whether simply adding a filter, 

with a 20° phase shift, to the input of the Transrex firing circuits 

would improve the balance of the Transrex circuits. The test des- 

cribed above was run again with filtered-input Transrex circuits 

and very little if any improvement was noticed. Nevertheless., it is 

felt that the filters are necessary to remove harmonics,and voltage 

notches on the incoming AC reference lines. The author has observed 

12% voltage notches and even multiple zero crossings on the unfiltered 

reference lines. 

CONCLUSION 

A set of new.firing circuits for Transrex power supplies has 

been described both in terms.of their operation arid performance. It 

should be pointed out that while other types of firing circuit 

schemes can be used with Transrex supplies, the approach presented 

here is direct and satisfies all the requirements which were outlined. 

On the other hand, this approach may not be the best for other ap- 

plications. One change which surely should be considered in other 

applications is replacing the 12 4 transformer (which is quite 

costly) with a phase locked loop 12 $ generator. 
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The printed circuit artwork and front panel.artwork and silk- 

screens have been made by the Research Services Electronic Develop- 

ment Group and are available for use by other Fermilab groups wish- 

ing to improve their Transrex supplies. The parts cost, including 

the printed circuit board is about $80 per firing circuit module, 

based on about a 30 module production run. 

As a final remark, the main advantages of the new firing cir- 

cuits are-again noted: First, the new circuits'grovide a substantial. 

improvement in power supply balance over a very wide power supply 

range. Second, the new circuits require no tuning and in fact require 

no adjustments at any time. 
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Output TransreX Firing Circuits 

60V 

80V 

1oov 

New Firing Circuits 

Notes: 1. Top trace all photos - Field ripple - 6G/Div. 
2. Bottom trace all photos - Output voltage ripple - SOV/Div= 
3. Time scale all photos - 5 msec/Div, 
4. Photos taken on GSASAI power supply. 
5. Transrex firing circuits balanced at 60 VDC, 

Figure 4 - Comparison of new firing circuit to Transrex circuit 
performance at different output voltages. 


